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the laboratory’s routine process for the 
analytical methods listed in this sec-
tion. 

(iii) Systems must certify that the 
samples were representative of a 
plant’s source water(s) and the source 
water(s) have not changed. Systems 
must report a description of the sam-
pling location(s), which must address 
the position of the sampling location in 
relation to the system’s water 
source(s) and treatment processes, in-
cluding points of chemical addition and 
filter backwash recycle. 

(iv) For Cryptosporidium samples, the 
laboratory or laboratories that ana-
lyzed the samples must provide a letter 
certifying that the quality control cri-
teria specified in the methods listed in 
paragraph (c)(1) of this section were 
met for each sample batch associated 
with the reported results. Alter-
natively, the laboratory may provide 
bench sheets and sample examination 
report forms for each field, matrix 
spike, IPR, OPR, and method blank 
sample associated with the reported re-
sults. 

(g) If the State determines that a 
previously collected data set submitted 
for grandfathering was generated dur-
ing source water conditions that were 
not normal for the system, such as a 
drought, the State may disapprove the 
data. Alternatively, the State may ap-
prove the previously collected data if 
the system reports additional source 
water monitoring data, as determined 
by the State, to ensure that the data 
set used under § 141.710 or § 141.712 rep-
resents average source water condi-
tions for the system. 

(h) If a system submits previously 
collected data that fully meet the num-
ber of samples required for initial 
source water monitoring under 
§ 141.701(a) and some of the data are re-
jected due to not meeting the require-
ments of this section, systems must 
conduct additional monitoring to re-
place rejected data on a schedule the 
State approves. Systems are not re-
quired to begin this additional moni-
toring until two months after notifica-
tion that data have been rejected and 
additional monitoring is necessary. 

DISINFECTION PROFILING AND 
BENCHMARKING REQUIREMENTS 

§ 141.708 Requirements when making 
a significant change in disinfection 
practice. 

(a) Following the completion of ini-
tial source water monitoring under 
§ 141.701(a), a system that plans to 
make a significant change to its dis-
infection practice, as defined in para-
graph (b) of this section, must develop 
disinfection profiles and calculate dis-
infection benchmarks for Giardia 
lamblia and viruses as described in 
§ 141.709. Prior to changing the disinfec-
tion practice, the system must notify 
the State and must include in this no-
tice the information in paragraphs 
(a)(1) through (3) of this section. 

(1) A completed disinfection profile 
and disinfection benchmark for Giardia 
lamblia and viruses as described in 
§ 141.709. 

(2) A description of the proposed 
change in disinfection practice. 

(3) An analysis of how the proposed 
change will affect the current level of 
disinfection. 

(b) Significant changes to disinfec-
tion practice are defined as follows: 

(1) Changes to the point of disinfec-
tion; 

(2) Changes to the disinfectant(s) 
used in the treatment plant; 

(3) Changes to the disinfection proc-
ess; or 

(4) Any other modification identified 
by the State as a significant change to 
disinfection practice. 

§ 141.709 Developing the disinfection 
profile and benchmark. 

(a) Systems required to develop dis-
infection profiles under § 141.708 must 
follow the requirements of this section. 
Systems must monitor at least weekly 
for a period of 12 consecutive months 
to determine the total log inactivation 
for Giardia lamblia and viruses. If sys-
tems monitor more frequently, the 
monitoring frequency must be evenly 
spaced. Systems that operate for fewer 
than 12 months per year must monitor 
weekly during the period of operation. 
Systems must determine log inactiva-
tion for Giardia lamblia through the en-
tire plant, based on CT99.9 values in Ta-
bles 1.1 through 1.6, 2.1 and 3.1 of 
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